AquaTest
e .

LABORATORIES, INC.

CompLETE WATER TESTING SERVICES
CermFiep WELL & SEPTIC INSPECTORS

TO: Leonard Elementary
RE: 335 E. EImwood

WSSN: 20574-63
PURPOSE: Routine

DATE: March 4, 2022
SAMPLE NO: 53735
COLLECTED BY: AT - Geoff Todd

ANALYTICAL REPORT
Date/Time Sampie Date/Time EPA's Reporting Testing
PARAMETER Result Sampled Location Analyzed Analyst MCL f AL Limit Method
1. Total Coliform Bacteria Not Detected 3/2/22 11:32a 3 Comp Sink - Kit 3/2/22 3:53p TR 0 1 cfu/100ml 92238
2. E-Coli Bacteria Not Detected 3/2/22 11:32a 3 Comp Sink - Kit 312122 3:53p TP 0 1 cfu/100ml 92238
3. Nitrates Not Detected 3/2/22 11:46a Sample Tap 3/3/22 9:53a TP 10 ppm 1 ppm Hach10206
4. Nitrites Not Detected 3/2/22 11:46a Sample Tap 3/3/22 9:53a TP 1 ppm 0.10 ppm 4500-NQ2-B
5. Arsenic 2.9 ppb 3/2/22 11:43a Treated Tap P.O.E. 3/3122 10:152 VG 10 ppb 2ppb SM 31138

AquaTest Laboratories, Inc. certifies that the analytical results contzined herein apply only to the specific samples analyzed. Reproduction of this anaiytical report is permitted only in its entirety.

EPA LABORATORY #MI 01189 MICHIGAN DEPARTMENT OF ENVIRONMENTAL QUALITY LABORATORY #9975
22-53735 mar bact nit ars leonard ei.xlsx 9165 HIGHLAND ROAD, WHITE LAKE, MI 248-698-9500 info@aquatestlabs.com



cGLE

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

Report To:

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY

AQUATEST LABORATORIES INC

Officlal Laboratory Report

P.C. Box 30270
Lansing, MI 48909
TEL: {517} 335-8184
FAX: {617) 335-8562

USEPA Region V Drinking Water Cert. No. MI00003

9165 HIGHLAND RD
WHITE LAKE MI 48386

Systern Name/Owner: LEONARD ELEMENTARY OXFORD COMM WSSN/Pool! ID:
Collection Address: 335 E ELMWOOD,LEONARD Source:
Collected By: GEOFF TODD Site Code:
Township/Well#/Section: 001/ Collector:
County: Qakland Date Collected:
Sample Point: SAMPLE TAP Date Received:
Water Sysiem: Public System Well Purpose:

Sample ID: LK02527
Work Order:  20300434_01
2057463
TYPE 1l
QOther
0310212022 11:46
03/0372022 09:18

Routine Monitoring

Analyte Name RL MCL/AL Method CAS #
Antimony Not detected mg/L 0.0006 03/08/2022  0.006 EPA 200.8 7440-36-0
Arsenic 0.010 mg/L. 0.002 03/08/2022  0.010 EPA 200.8 7440-38-2
Barium 0.10 mg/L 0.01 03/08/2022 2 EPA 200.8 7440-39-3
Beryllium Not detected mg/L 0.0004 03/08/2022  0.004 EPA 200.8 7440-41-7
Cadmium Not detecled mg/L 0.0003 03/08/2022  0.005 EPA 200.8 7440-43-9
Chromium Not detected mg/L 0.01 03/08/2022 0.9 EPA 200.8 7440-47-3
Cyanide-Available Not Detected mg/L 0.02 03/03/2022 0.2 ASTM D6888-04 57-12-5
Lead Not detected mg/L 0,001 03/08/2022 0,015 EPA 200.8 7439-92-1
Mercury Not detected mg/L 0.0001 (3/08/2022  0.002 EPA 200.8 7439-97-8
Nickel Not detected mg/L 0.01 03/08/2022 0.1 EPA 200.8 7440-02-0
Selenium Not detected mgfL 0.001 03/08/2022  0.05 EPA 200.8 7782-49-2
Thallium Not detected mg/L C.0002 03/08/2022  0.002 EPA 200.8 7440-28-0
Trip Blank for Volatiles Not Tested 03/08/2022 524.2 CXVO-TB
Yolatite Organic Compounds
1,1 Dichloroethane Not Detecled mg/L 0.0005 03/08/2022 EPA 524.2 75-34-3
1.1 Dichloroethylene Not Detected mg/L 0.0005 03/08/2022  0.007 EPA 524.2 75-35-4
1,1 Dichloropropene Not Detected mg/L 0.0005 03/08/2022 EPA 524.2 563-58-6
1,1,1 Trichloroethane Not Detected mg/L 0.0005 03/08/2022 0.2 EPA 524,2 71-55-6
1,1.1,2 Tetrachiorcethane Not Detected mg/L. 0.0005 03/08/2022 EPA 524.2 630-20-6
1,1.2 Trichioroethane Not Detected mg/L 0.0005 03/08/2022  0.005 EPA 524.2 79-00-5
1,1,2,2 Tetrachlorosthane Not Detected mg/L. 0.0005 03/08/2022 EPA 524.2 79-34-5
1,2 Dichlorobenzene Not Detected mg/L 0.0005 03/08/2022 G.6 EPA 524.2 a5-50-1
1,2 Dichloroethane Not Detected mg/L 0.0005 03/08/2022  (.005 EPA 524.2 107-06-2
1,2 Dichloropropane Not Detected mg/L 0.0005 03/08/2022  0.005 EPA 524.2 78-87-5

RL: Reporting Limit

MCL: Maximum Contaminant Level

AL: Action Level

Not Detectad: Not detected at or above the repording limit (RL)

mg/L: milligrams [ Liter (ppm)
ng/L: nanograms / Liter (ppl)
MPN: Most Probable Number

CFLU: Colony Forming Unit
CAS: Chemica! Abstract Service
{.aboratory Contact: Marlene Kane

By authority of PA 368 of 1878 as amended

Report Created on:

31142022

12:36:32PM
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MICHIGAN DEPARTMENT OF
ENVIRONMENT, GREAT LAKES, AND ENERGY

MICHIGAN DEPARTMENT OF
ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Reglon V Drinking Water Cert. No. MIGC003

Sample ID:

P.OQ. Box 30270
Lansing, M! 48909
TEL: {517} 335-8184
FAX: (517) 335-8562

LK02527
20300434_01

Work Order:

Analyte Name

Volatile Organic Compounds

1,2,3 Trichlorobenzene
1,2,3 Trichtoropropane
1,2.4 Trichicrobenzene
1,2,4 Trimethylbenzene
1.3 Dichlorobenzene
1,3 Dichicropropane
1,3,5 Trimethylbenzene
1,4 Dichlorobenzene
2,2 Dichloropropane
Benzene
Bromobenzene
Bromochloremethane
Bromodichloromethane
Bromoform
Bromomethane

Carbon tetrachloride
Chiorobenzene
Chiorodibromomethane
Chloroethane
Chioroform
Chicromethane

cis-1,2 Dichloroethylene
cis-1,3 Dichloropropene
Dibromomethane
Dichlorodifluoromethane
Dichloromethane
Ethylbenzene
Fluorotrichloromethane
Hexachiorobutadiene
Isopropylbenzene

m & p-Xylene

Methyi ethyl ketone
Methyi isobulyl ketone

Methyi-tert-butyl ether (MTBE)

Naphthalene
n-Butylbenzene
n-Propylbenzene

Not Detected
Not Detected
Not Detecied
Not Detected
Not Detecled
Not Detecied
Not Detecied
Not Detecled
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detecled
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected
Not Detected

RL: Reporting Limit

MCL: Maximum Contaminan! Level

AL: Aclion Level

Not Detected: Not detected at or above the reporting limit (RL}

By authority of PA 368 of 1978 as amended

hmm 4 | mouad CAS #

mg/L 0.0005 03/08/2022 EPA524.2 B87-81-6
mg/L 0.0005 03/08/2022 EPA524.2 96-18-4
mg/L 0.0005 03/08/2022 0.07 EPA524.2 120-82-1
mgil. 0.0005 03/08/2022 EPA 524.2 95-63-6
mg/L 0.0005 03/08/2022 EPAE24.2 541-73-1
mg/l 0.0005 03/08/2022 EPA524.2 142-28-9
mg/l 0.0005 03/08/2022 EPA524.2 108-67-8
mg/l 0.0005 03/08/2022 0.075 EPA 524.2 106-46-7
mg/L 0.0005 03/08/2022 EPA 524.2 584-2G-7
mg/L 0.0005 03/08/2022 0.005 EPA 524.2 71-43-2
mg/L 0.0005 03/08/2022 EPA 524.2 108-86-1
mg/L 0.0005 03/08/2022 EPA 524.2 74-97-5
mg/L 0.0005 03/08/2022 0.080 EPA524.2 75-27-4
mg/L 0.0005 03/08/2022 0.080 EPA524.2 75-25-2
mg/L 0.001 03/08/2022 EPA524.2 74-83-9
mgil. 0.0005 03/08/2022 0.005 EPA524.2 56-23-5
mg/L 0.0005 03/08/2022 0.1 EPA524.2 108-90-7
mg/L C.0005 03/08/2022 0.080 EPA 524.2 124-48-1
my/L C.0005 03/08/2022 EPA524.2 75-00-3
mg/L G.0005 03/08/2022 0.080 EPA 524.2 67-66-3
mg/L 0.0005 03/08/2022 EPA524.2 74-87-3
mg/L 0.0005 03/08/2022 0.07 EPA 5242 158-59-2
mgfil 0.0005 03/08/2022 EPA524.2 10061-01-5
mgfL 0.0005 03/08/2022 EPA 524.2 74-95-3
mg/l 0.001 03/08/2022 EPA524.2 75-71-8
mgfL 0.0005 03/08/2022 0.005 EPA524.2 75-09-2
mgfL 0.0005 03/0812022 0.7 EPA524.2 100-41-4
mg/L 0.001 03/08/2022 EPA 524.2 75-69-4
mg/L 0.0005 03/08/2022 EPA 524.2 87-68-3
mgfL. 0.0005 03/08/2022 EPA524.2 98-82-8
mg/L 0.0005 03/08/2022 10 EPA 524.2 XYLMP-00-C
mgfL 0.005 03/08/2022 EPA 524.2 78-93-3
mgfL 0.005 03/08/2022 EPA524.2 108-10-1
mg/L 0.001 03/08/2022 EPA524.2 1634-04-4
mg/L 0.0005 03/08/2022 EPA524.2 91-20-3
myg/L. 0.0005 03/08/2022 EPA524.2 104-51-8
mg/L. 0.0005 03/08/2022 EPA524.2 103-65-1

mg/L: milligrams f Liter {ppm) CFU: Colony Forming Unit

ngfl.: nancgrams / Liter (ppt) CAS: Chemicai Absiract Service

MPN: Most Probable Number Lahoratory Contact: Marlene Kane
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P.O. Box 30270
Lansing, Ml 48209
TEL: {517) 335-8184
FAX: (517) 335-8562

MICHIGAN DEPARTMENT OF
ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Ceri. No, MI00003

MICHIGAN DEPARTMENT OF
ENVIRONMENT, GREAT LAKES, AND ENERGY

Analyte Name

Result

Sample ID:
Work Crder:

LK02527
20300434_01

U.mﬂm
Tested

MCL/AL

Volatile Organic Compounds

o-Chlorotoluene Not Detected mg/L 0.0005 03/08/2022 EPA524.2 95-49-8
o-Xylene Not Detected mg/L 0.0005 03/08/2022 10 EPA524.2 95-47-6
p-Chlorotoluene Not Detected mgil. 0.0005 03/08/2022 EPA524.2 106-43-4
p-isopropyltoluene Not Delecled mgil 0.0005 03/08/2022 EPA 524.2 09-87-6
sec-Butylbenzene Not Detecled mafl 0.0005 03/08/2022 EPA 5242 135-98-8
Styrene Not Detected mg/L 0.0005 03/08/2022 0.1 EPA 5242 100-42-5
teri-Butylbenzene Not Detected mg/L 0.0005 03/08/2022 EPA 524.2 98-06-6
Tetrachloroethylene Not Detacied mg/l. 0.0005 03/08/2022  0.005 EPA 524.2 127-18-4
Tetrahydrofuran Not Detected mg/L 0.005 03/08/2022 EPA524.2 169-99-9
Teluene Not Detecled mg/L 0.0005 03/08/2022 1 EPA 524.2 108-88-3
Total Trihalomethanes Not Detected mg/L NA 03/08/2022 0.080 EPA 524.2 TTHM-00-C
Tolal Xylenes Not Detected mg/L NA 03/08/2022 10 EPA 524.2 1330-20-7
trans-1,2 Dichioroethylene Not Detected mg/L 0.0005 03/08/2022 0.1 EPA 524.2 156-60-5
trans-1,3 Dichloropropene Not Detected mg/L 0.0005 03/08/2022 EPA 5242 10061-02-6
Trichloroethylene Not Detected mg/L 0.0005 03/08/2022  0.005 EPA 524.2 79-01-8
Vinyl chloride Not Detected mag/L 0.0005 03/08/2022  0.002 EPA 524.2 75-01-4

The anaiyses performed by the EGLE Drinking Water Laboratory wore conducled using methods approved by the U .8, Environmental Protection Agency In
accordance with the Safe Drinking Water Act, 40 CFR paris 141-143, and other regulatory agencles as appropriate.

Your focal health department has defailed information about the quality of drinking water in your area. If you have
concerns about the health risks related to the test results of your sample, please contact the Environmental Health
Section through the address and telephone number listed below.

Oakland County Health Division
1200 N. Telegraph, Dept. 432
Pontiac, Ml 48341-0432
248 858-1312

RL: Reporting Limit

MCL: Maximum Contaminant Level

AL: Action Level

Not Detected: Nol detecled at or above the reporting fimit (RL)

mg/L: milligrams { Liter (ppm)
ng/L: nanograms / Liter {ppth)
MPN: Most Probable Number

CFU: Colony Farming Unil
CAS: Chemicat Abstract Service
Laberatory Contact: Mardene Kane

By authority of PA 368 of 1978 as amended Regort Created on: 3/11/2022  12:36:32PM Page 3 of 3




